A\ MPORTANT

Inspecter et tester I'appareil une fois par semaine pour
en assurer le bon fonctionnement. Noter la date des
inspections. L'alimentation principale en eau de 1'unité
doit étre constamment en position OUVERTE.

Ce manuel d'instructions d'installation ainsi que la
liste des piéces devraient &tre classés par le service de
I'entretien du propriétaire.

y " IMPORTANTE

A fin de mantener el equipo operando correctamente,
debe ser inspeccionado y probado semanalmente. Llevar
un registro de las inspecciones. El abastecimiento principal
de agua al lavador de ojos debe estar “CONECTADO”
continuamente,

Este manual de instalacion y la lista de piezas deben
archivarse en el departamento de mantenimiento del
propietario del edificio.
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Installation Instructions
Instructions d’installation
Instrucciones de instalacion

Hand-Held Drench Hose with
Hose Holder

Model No. S19-430A, S19-430D

Douchette a boyau mobile avec
support a boyau
Modéles S19-430A, S19-430D

Manguera rociadora de mano
con portamanguera

Modelos S19-430A, S19-430D
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A IMPORTANT

This equipment should be inspected, tested, and
recorded weekly to maintain proper operation. Main
water supply to the unit should be “ON” at all times.

This installation manual and parts list should be filed
by the building owner’s maintenance department.

Bradley

P.O. Box 309, Menomonee Falls, WI 53052-0309






